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In regard to enclosing Python fittings and couplers, please reference and follow the 
below section of IMC. 
 
IMC Section 1110.2 Exposure of refrigerant piping system:  Refrigerant pipe and 
joints installed in the field shall be exposed for visual inspection and testing 
prior to being covered or enclosed.   
 
This means that you can enclose fittings and couplers within the piping system as 
long as these connection points have been visually pressure tested for leaks before 
enclosing.   
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